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REQUESTED BY: DIRECTOR-CEHBWSPDIR BWSP - Director
DIRECTOR'S OFFICE County: ORANGE
BUREAU OF WATER SUPPLY PROTECTION City (or) Town: NEW WINDSOR
ROOM 1110 Submitted by: DON LIPTON
CORNING TOWER - EMPIRE STATE PLAZA Collected by: DON LIPTON
ALBANY NY 12237
Grab/Collection Date:102 D1940:20

Date received: 02/
Sc'!quigonal Info: FINISHED WATER SUPPLY FROM WELL #3

Location/Project/Facility Name: NY3503580, NEW WINDSOR CONSOLIDATED WD - NEW WINDSOR (T)
Sampling Location Details’ UTTERHILL WTP, FINISHED WATER TAP IN LAB ROOM®

181 FORGE HILL RD.

NEW WINDSOR NY

Chlorinated: Yes

Field Free Chlorine Residual (mg/L): 0.8

Laboratory of Organic Analytical Chemistry

Biggs Laboratory Lab Director: Dr. David Spink

NYS ELAP ID: 10763 Contact: Nicole Cairns 518-473-0323

Sample Id: EHS1900010634-01 Sample Type: Finished Water
Received Temperature (°C): 4.8

Lab Tracking Id: DL-1

Perfluoroalkyl Substances (PFASs) m Drinking Water by Ultra Performance Liquid Chromatography (UPLC) Tandem
Mass Spectrometry (MS/MS): ISO 25101

Start Date: 2/25/2019 Analysis Date: 2/26/2019

Perfluorobutanoic acid (PFBA): <5.00 ng/L; Test associated with low internal standard recovery; result
may be biased.

Perfluoropentanoic acid (PFPeA): 3.28 ng/L; Test ass thhlgh internal standard recovery; result
may be biased. g:

Perfluorohexanoic acid (PFHxA): 2.46 ng/L ECE} { E’l l E !’D

Perfluoroheptanoic acid (PFHpA): <2.00 ng/L

Perfluorooctanoic acid (PFOA): J 3.33 ng/lL APR 3 0 ZUH NELAP

Perfluorononanoic acid (PFNA): <2.00 ng/L

Perfluorodecanonic acid (PFDA): <2.00 ng/L Town of New Windsor Attomey's Office

Perfluoroundecanoic acid (PFUnA): <5.00 ng/L

Perfluorododecanoic acid (PFDoA): <5.00 ng/L

Perfluoropropanesulfonic acid (PFPrS): <1.83 ng/L

Perfluorobutanesulfonic acid (PFBS): <1.77 ng/lL

Perfluoropentansulfonic acid (PFPeS): <1.88 ng/L

Perfluorohexanesulfonic acid (PFHxS): 3.18 ng/L

Perfluoroheptanesulfonic acid (PFHpS): <1.90 ng/L

Perfluorooctanesulfonic acid (PFOS): 5.73 ngl/L; Test associated with low internal standard recovery; result NELAP
may be biased.

Perfluorooctanesulfonamide (PFOSA): <5.00 ng/L

NOTES:



















